In this paper, an experimental analysis of conventional air-cooled and microchannel condensers in automotive vapor compression refrigeration cycle concerning heat transfer coefficient and energy using R134a as a refrigerant was presented. The performance of two condensers and cycles tested regarding ambient temperature which it was varied from 40 o C to 65 o C, while the indoor temperature and load have been set to be 23 o C and 2200 W respectively. Results showed that the microchannel condenser has 224 % and 77 % higher refrigerant side and air side heat transfer coefficient respectively than the coefficients of the conventional condenser. Thus, the COP, in case of using the microchannel condenser, was found to be 20 % higher than that of the conventional cycle. Also, the microchannel condenser has a 50 % smaller volume than the conventional. Therefore, it provides more space in the car engine container occupied with other components. Keywords: Automotive air conditioning, Condenser, Microchannel, Heat transfer coefficient, Energy. 
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INTRODUCTION
One of the basic problems in the refrigeration cycle, specifically the one containing an aircooled condenser, is the high condensing temperature. The condensing temperature may rise because of the increased temperature of the environment, especially in hot countries like Iraq. In fact, the vapor compression refrigeration cycle (VCRC) will suffer from a reduction in performance when the ambient temperature increases. Because, with rising temperature, the compressor discharge pressure increases due to the reduction in heat sink ability in receiving heat. The increased discharge pressure results in high compressor work, low refrigeration effect, and thus low coefficient of performance. Now, a new solution may be the key to design a very effective condenser, even at high ambient temperature, is by using a new type of a very compact heat exchanger. Alternatively, what is commonly known as the microchannels heat exchangers.
According to Kandlikar and Grande, 2002, the microchannels are the channels with hydraulic diameter from 10 µm to 200 µm. Also, Mehendale, et al., 2000, define it to be from 1µm to 100 µm hydraulic diameter. Another study by Satish, et al., 2006, considered the fluid flow behavior inside the microchannel to construct the definition. Moreover, the microchannel condenser usually designed with a multi-louvered fin and multiport, parallel tube arrangement. On the other hand, the microchannels have an increased application as future alternatives for the traditional heat exchangers and also in the medical applications, Ohadi, et al., 2013.
Many studies are made to investigate the heat transfer throughout the microchannel condenser and its effects on the refrigeration cycle, such as Park and Hrnjak, 2008, who carried out a comparison in performance between a traditional and a prototype microchannel condensers. The experiments take place in a residential air conditioning system with refrigerant R410A. The two condensers manufactured in the same face area, external volume, and fin density. However, the traditional condenser is round tube with 9.5 mm outside diameter while the microchannel condenser is rectangular with 1.9×21 mm tube cross-sectional area. The results showed that using a microchannel condenser leads to improve the cycle performance as well as a condenser and evaporate capacities for the same operating conditions. Also, they found that the use of a microchannel condenser leads to a 9 % reduction in refrigerant charge. Shah, 2010, investigated the condensation inside mini/microchannels by the use of his well-verified correlation, Shah, 2009. The correlation was shown to have 500 correct predictions with 15.9 mean error from the experiments over variance functional parameters which were: the reduced pressure varied from 0.048 to 0.52, the hydraulic diameter from 0.49 mm to 5.3 mm and the mass fluxes from 50 to 1400 kg/m 2 s for 8 different fluid condensates inside rectangular and round tubes for both the single port and multiport channels. Finally, the correlation was found to be in good agreement with 15 studies for round and multiport tubes and with a hydraulic diameter from 0.49 mm to 5.3 mm.
Wang and Rose, 2008, presented a theoretical model for condensation inside microchannels. The model takes into consideration the gravity effect, the shear stress on the surface of the condensate fluid, the pressure gradient caused by the surface tension and the effect of channel inclination. The analysis was carried out for different channel shapes, dimensions, vapor mass velocity and various temperature differences between the surface and the vapor. They found that the vapor local parameters cannot be measured directly without uncertainties in values. However, it can be measured with less inaccuracy by calculating the parameters at the inlet and the outlet of the microchannel. Also, they found that for all fluids, mass fluxes and channel configurations, the heat flux for the same temperature difference between the vapor and the surface is constant. That means the heat flux is independent of the channel area and the fluid mass flow rate.
Kim and Mudawar, 2012, examined the heat transfer coefficient and the pressure drop characteristics for condensation inside the rectangular microchannel. A theoretical control volume has presented for FC-72 based on the smooth interface between the vapor region and the annular liquid film which is assumed to be uniform all over the perimeter of the microchannel. Experimental work was carried out to test the validity of the theoretical model. Moreover, this work done with a 24 individual experiment included various mass fluxes and four distinctive water flow rates used to cool the condenser. The model was compared with other data points of other studies, and it shows a good convergence with almost all of them. Kim and Mudawar, 2013, developed two general correlations for condensation heat transfer coefficient inside mini/microchannel for different substances, properties, geometries, and flow parameters. They found their new correlations by fitting large database curves. This database consists of 1964 data for single channel and 2081data for multi-channel, while the ranges of the tested parameters were; 0.424-6.22 mm hydraulic diameter and 53-1403 kg/m 2 s mass flux for only for smooth surfaces. Furthermore, these two new correlations proposed for annular, slug and bubbly flows, and they showed good predictions with an overall error of 16 %.
AL-Hajri, et al., 2013, carried out an experimental examination for condensation inside microchannels to explore the effect of mass flux, saturation temperature and inlet degree of superheat on the heat transfer coefficient and pressure drop characteristics in a rectangular microchannel condenser. The microchannel condenser has 0.4×2.88 mm a cross-section area, 190 mm long, 7:1 aspect ratio, 0.7 mm hydraulic diameter, 6.4 mm wetted perimeter and 2 mm thickness. The experiments have been executed for two refrigerants; R134a and R245fa. The domains of the tested parameters which were; 50-500 kg/m 2 s mass flux, 30-70 o C saturation temperature, 0-15 o C degree of inlet superheat and 7-115 W cooling load. The results showed that the heat transfer coefficient and the pressure drop are powerful functions of mass flux and saturation temperature, both of them are increasing with mass flux and decreasing with saturation temperature. Also, they discovered that the inlet degree of superheat has no considerable influence on the heat transfer coefficient nor on the pressure drop.
Goss and Passos, 2013, 2015, investigated the local heat transfer coefficient and the pressure drop experimentally during the condensation of R134a inside eight multiport parallel tubes with 0.77 mm hydraulic diameter of the microchannel condenser. The factors subjected to examination were; refrigerant mass flux varied from 230 to 445 kg/m 2 s, pressure from 7.3 to 9 bar, heat flux from 17 to 35 kW/m 2 and vapor quality from 0.55 to 1. They detected that the mass flux and the dryness fraction have the utmost influence on the heat transfer coefficient than other parameters. Besides, the resistance of heat transfer is mainly caused by the film weak conduction, especially at 0.95 dryness fraction. As for the pressure drop, they found that it has a direct and an inverse proportion of mass velocity and saturation temperature respectively. In addition, almost 95 % of losses in pressure were caused by frictions.
Huang, et al., 2014, provided an air to a refrigerant model based on the finite volume method to simulate the condensation in microchannels. The model is made for multiple tube and fin shapes in order to provide the maximum adaptive geometry which enhances the thermal performance and reduces cost. The model showed very well effectiveness for 227 data points of sever-al experiments includes eight different working fluid as well as four various geometries. The results showed that the average rate of perversion from the measured values is only 2.7 %. Also by finite volume method, Yin, et al., 2015, developed a numerical model for condensation inside microchannels. Their model includes one and two slabs microchannel condenser and it covers some factors of significant impact on the condenser, which are; the non-uniform air temperature, the refrigerant maldistribution through the tubes, the face velocity, and the fin conductivity. The outcomes illustrated that the asymmetric airflow affects the performance of condenser by 1.5 % for heat transfer, 6.8 % for pressure drop and 12.5 % for a refrigerant charge in the one slab microchannel condenser. While for the two slobs it is affecting the performance overall by 0.5 % for overall capacity and 9.7 % for the pressure drop in the refrigerant side. Also, they found that the fin conductivity in the transverse section partially effects by 0.06 % for overall capacity and 0.16 % for pressure drop.
The objective of the present study is to compare experimentally the performance of aircooled finned tube and microchannel condensers in an automotive vapor compression refrigeration cycle in hot and dry climate conditions. The performance of two condensers and cycles tested under different outside ambient temperature which it was varied from 40 
EXPERIMENTAL FACILITIES AND CONDENSERS DESCRIPTION
The test facility is shown in Fig.1 . It consists of the test rig, the test room, and the measuring equipment. The test rig is an automobile air conditioner training unit operating with refrigerant R134a. It includes the complete car air conditioner fitted on a wheeled steel frame together with the driving motor. The unit is composed of the following components: multicylinder compressor with electromagnetic clutch, forced air condenser, an evaporator with multispeed fan, liquid receiver, and filter drier, thermostatic expansion valve, pressure switch, and turbine flow meter. A schematic diagram of the test rig is shown in Fig.2 , while Table 1 provides general specifications of it. Moreover, the test rig is a simulation of the car air conditioning system. So that, the device is consisting of two separate compartments: the passengers' compartment and the environment compartment. The passengers' compartment is insulated from the surrounding and from the environment compartment by a glass layer to represent the car glass windows. The passenger's compartment contains the evaporator, an electrical heater to simulate the load inside the compartment and the thermostatic expansion valve, while environment compartment contains the compressor, the electrical motor, the condenser, and the filter drier. Fig.3 shows a photograph of the two condensers while Table 2 and 3 provide the technical data of the microchannel and conventional round tube condensers respectively. Due to limitations in manufacturing, the microchannel condenser has different areas from the baseline round tube condenser as illustrated in Table 4 . The condenser (the round tube condenser or the microchannel) is, fitted to the main frame by screw connections and is supplied with an axial fan that works with the cycle to increase the air flow rate when the condensation temperature rises. The condenser fan controlled by the pressure switch that it starts at 15 bar and stops at 12 bar.
The test room that already shown in Fig.1 has used to simulate the outdoor temperature of automotive. Because it enables temperature control inside it to create a variable range of outdoor temperatures that exist it the real car. Finally, it should be noted that the ranges of the measured parameters are given in Table 5 .
HEAT TRANSFER ANALYSIS
During the analysis, the following assumptions were adopted:
1. Steady state 2. Constant mass flow rate throughout all parts.
3. All the condenser external area considered as a finned surface because Af >> Aun-f.
4. The conduction and fouling resistances are very low that can neglect.
The Engineering Equation Solver (EES) program is used to solve the mathematical model, which can be presented as follows; Firstly, the air side heat transfer coefficient can be found, experimentally, by equating the air side heat gain with the heat that transferred by convection. However, initially, the air properties must be calculated at an average air temperature given by Nellis and Klein, 2009:
Where Tav,a is the average air temperature in (K), TR,i is the refrigerant temperature at the condenser inlet in (K) and Ta,i is the air inlet temperature in (K).
The air mass flow rate is given by Holman, 2010:
Where ̇ is the air mass flow rate in (kg/s), a is the air density in (kg/m 3 ) and Va is the air velocity in (m/s).
The rate heat transfer to air due to temperature rise is given by Holman, 2010:
Where Qa is the heat transferred to the air in (W), c p a is the air specific heat in (J/kg.K) and Ta,i and Ta,o are the inlet and the outlet temperatures respectively, in (K). Now, by using assumption (3), the amount of heat transfer to air due to convection on the outer surface is given by Cengel, 2008:
Where ha is the air side heat transfer coefficient in (W/m 2 .K), Tw is the average tube wall temperature in (K) and is the overall surface efficiency and it was given by Nellis and Klein, 2009
Where Af is the fin area in (m 2 ), Ao is the outer convection area in (m 2 ) and f is the fin efficiency, which can found by unitizing the EES built-in functions (Fin Efficiency functions). The An-nular Rectangular Fin procedure of the EES program used. This procedure requires the value of the equivalent effective fin radius, which it has given by Nellis and Klein, 2009
Where rf,eff is the effective fin radius in (m), pf is the fin pitch in (m), Lt is the tube length in (m) and Do the outside diameter of condenser tube in (m).
The evaluation of the fin efficiency in EES requires the air side heat transfer coefficient value. However, this value cannot determine without equation 4. Thus, a trial and error method of the solution must execute. So, the iteration starts with a guess value of air side heat transfer coefficient. The guess value and the effective fin radius obtained by equation 6, are used to calculate the fin efficiency by the EES built-in functionsAfter that, the fin efficiency is substituted into equation 5 to determine the overall surface efficiency. After that, the guess value and the overall surface efficiency are substituted in equation 4 to find the heat transfer rate. Lastly, the guess value was updated until equation 4 becomes equal to equation 3. In fact, the equivalence of the two equations gives the true value of the air side heat transfer coefficient. After calculating it, the air side resistance to heat transfer given by Nellis and Klein, 2009
Where: Ra is the air side resistance in (K/W).
The refrigerant side heat transfer coefficient can be determined as average for the total condenser length regardless of the condenser zones. Such determination starts by estimating the total heat transfer resistance, which can write as Holman, 2010:
Where Rtotal is the total resistance in (K/W) and TR,s is the condensing temperature in (K). By using assumption (4), the total resistance is a sum of refrigerant and air sides resistances, and it can write as Nellis and Klein, 2009 R total = R R + R a (9) Where RR is the refrigerant side resistance in (K/W), Holman, 2010
Where: hR is the refrigerant side heat transfer coefficient in (W/m 2 K).
Substituting equation 10 into 9 and rearranging to obtain a direct expression of the refrigerant side heat transfer coefficient:
HEAT TRANSFER ANALYSIS OF THE MICROCHANNEL CONDENSER
The analysis of heat transfer of the microchannel condenser is the same as that in the conventional one. Because, the theory of fluid flow inside the microchannel is not considered, only the temperatures and areas are taken into account. However, the areas calculations of the microchannel condenser are quite different from the conventional since the tube arrangement and fins configuration are different. In this study, the areas calculations of the microchannel condenser are not computed because they were supplied by the manufacturing company. Finally, it must be noted that the calculations methodology of heat transfer coefficient of each section as well as sections lengths of the microchannel condenser is not considered. The reason of not calculating such parameters is the parallel tubes arrangement that the microchannel condenser has, which requires the refrigerant mass flow rate of each passage, and the last is unknown due to an insufficient information about the internal geometry of the pipes inside the main tube.
MICROSCALE CONDENSATIONS PREDICTIONS METHODS
Although the correlations dealing with microscale condensation aren't a few, only two of them are found to be the closest to experiments. The properties are found at an average temperature given by equation (3.45). 
Where g is the acceleration of gravity in (m/s 2 ).
Z is Shah correlating parameter, given by
The new correlation uses the following two equations 
Where hI is the first regime heat transfer coefficient (W/m 2 K), hLT is the heat transfer coefficient assuming the flow is totally liquid, given by 
Where hNu is the heat transfer correlation given by Nusselt relation and KL is the liquid refrigerant thermal conductivity in (W/m.K).
Now, for the first regime, the local condensation heat transfer coefficient is ℎ = ℎ (19) For the second regime ℎ = ℎ + ℎ (20) Where Reg is the gas Reynolds number, given by:
Where X is the general Lockhart-Martinelli parameter, ( ) and ( ) are the pressure gradient for the liquid and the gas respectively, and they are given by
And
Where L andg are the kinematic viscosity of the liquid and the gas phase respectively. And fL and fg are the Fanning friction factor of the liquid and the gas phase respectively, and they are given by 
Where the subscript (L,g) means liquid or gas, and the (Ls,gs) means superficial liquid or superficial gas. While the superficial liquid Reynolds number is given by equation (3.96), the superficial gas is given by
The two-phase pressure drop multiplier based on gas phase (g 2 ) is given by 
Where Sug is the gas Suratman number, and it is given by
Where is the surface tension?
Now, after calculating g , the local heat transfer coefficient for (smooth-annular, wavy-annular, transition) which happen at * > 7 0.2 is given by 
Where the first equation is for ≤ 1250 while the second is for > 1250. Fig.4 shows that the refrigerant side heat transfer coefficient of the microchannel condenser is about 224 % higher than the conventional baseline condenser. The higher mass flux can explain this increment that the microchannel condenser needs. The higher mass flux resulted primarily from, the smaller flow area that caused by the very small hydraulic diameter of the microchannel condenser (0.1 mm). In fact, the microchannel condenser works with 787 kg/m 2 s mass flux, while the conventional baseline condenser works with 200 kg/m 2 s. Therefore, it has 294 % higher mass flux than the conventional condenser. So, since the refrigerant side heat transfer coefficient has a direct proportion with the mass flux, it will be higher throughout the microchannel condenser than the conventional.
RESULTS AND DISCUSSION
However, it must be noted that, although the microchannel condenser has a 224 % larger heat transfer coefficient than the conventional, the difference in heat rejection is only 5 % as shown in Fig.5 . However, this ratio is because the convection area has a direct proportion with heat transfer rate. Thus, the smaller the area, the smaller the heat transfer rate. In fact, the conventional round tube condenser has 0.2156 m 2 internal convection area, while the microchannel has 0.08 m 2 . So that, it has a 170 % larger internal convection area than the microchannel. Therefore, the increment in heat transfer coefficient, in case of using microchannel condenser, is accompanied by a decrement in the convection area. That, if the heat transfer coefficient increased by half, for example, and the convection area decreased by half, they will cancel each other out and the same rate of heat transfer will be obtained for the same temperature difference. This fact can be seen by the ratio of (hA) product, which is 
Where: 4174 and 1318 W/m 2 K are the average refrigerant-side heat transfer coefficients of the microchannel condenser and the conventional respectively. Consequently, the increment in heat rejection should be 17 %, not 5 % if the temperature difference assumed to be the same in both condensers. However, due to a limitation of the measuring system, the difference in temperature between the fluid and the internal wall is not measured. Also, the microchannel condenser is made from aluminum, while the conventional made from copper. So, the microchannel condenser has 20 % lower thermal conductivity than the conventional. Thus, since the thermal conductivity is different, the same temperature difference is not expected to occur. Moreover, the missing 12 % of heat rejection may be due to the prospective lower temperature difference that the microchannel condenser works with. Nonetheless, this 12 % could be due to the behave of heat transfer rate and coefficient with ambient temperature. Because, refrigerant side heat transfer coefficient and even the air side, are practical functions, which depend on large of parameters contribute together to produce the heat transfer coefficient. In fact, these parameters are not increasing or decreasing gradually or simultaneously. But, instead of that, they change in different ranges resulted, sometimes, in a nonlinear behavior of heat transfer coefficient. So, although this case did not exactly happen, it may give some justifications for points that out of the expected curve behavior which may cause some fluctuations in the difference ratio of heat transfer coefficient between the two condensers. Fig.6 displays that the air side heat transfer coefficient of the microchannel condenser is about 77 % larger than the conventional. This ratio is due to the difference in fin configuration since the conventional condenser fins are wavy, while the microchannel fins are multi-louver. Therefore, this higher air side heat transfer coefficient of the microchannel condenser resulted in the air side heat gain to be 11 % higher than the conventional as shown in Fig.7 . Again, it seems that the ratio of air side heat gain increment is so small compared with that of the heat transfer coefficient. However, this ratio is caused by the smaller external convection area of the microchannel condenser and the fewer temperature difference as well. In fact, the microchannel condenser has 7.14 m 2 external convection area, while the conventional condenser has 8.942 m 2 . That means a 20 % reduction in the external area. Moreover, the average temperature difference between the wall and the inlet air is found to be 14.5 o C and 18.5 o C for the microchannel condenser and the conventional respectively. Thus, the temperature difference is reduced by 22 %. Now, by substituting these numbers into the equation of heat transfer ratio, it was found: 
Where: 48 and 27 W/m 2 K are the average air side heat transfer coefficients of the microchannel condenser and the conventional respectively. Once more, the increment in air side heat transfer coefficient accompanied with a decrement in external convection are to produce only 11 % addition to air side heat gain.
The attention should be paid for the case of exactly identical condensers. Because, as already mentioned, the microchannel condenser has different internal and external convection area than the conventional baseline condenser due to restrictions in the manufacturing process. But, if the microchannel condenser areas are exactly the same as the conventional, the heat transfer surely will be higher. Nonetheless, since the areas are different, the microchannel condenser has 50 % smaller volume than the conventional. Therefore, using the microchannel condenser can give an advantage by reducing the material used in manufacturing as well as the space requirement for installation because it has smaller size and higher thermal performance than the conventional condenser. Fig.8 shows that the microchannel condenser cycle has 9 % lower discharge pressure than the conventional one because of the higher heat rejection in the microchannel condenser. However, the discharge pressure, whenever it rises, resulting in significant impacts on the refrigeration cycle. The most two significant effects are the higher compressor work that is needed to accomplish the compression, and the lower refrigeration effect. Because of the higher work needed since the difference between inlet and outlet entropies will be higher. In another word, the compressor should spend more power to compress the hot gas. Because of this hot gas will have a higher resistance to compression each time with rising ambient temperature due to the higher internal energy inside it. Therefore, more work is required to complete it. Regarding the lower refrigeration effect, it happens because the enthalpy that leaves the condenser increase with saturation temperature or pressure. So, the refrigeration effect will be lower since the same leaving enthalpy will enter the evaporator. Finally, because the COP is the ratio of refrigeration effect to specific compressor work, it will decrease with the higher pressure, or, in a different expression, the higher ambient temperature. Now, due to all the above, and, since the microchannel cycle works with lower discharge pressure, it has about 20 % higher COP than the typical cycle, as shown in Fig.9 . Also, the lower discharge pressure in it leads to 10 % lower compressor work as shown in Fig.10 , and 7 % higher refrigeration effect as shown in Fig.11 . Fig.12 shows a P-h diagram of the conventional and the microchannel cycle. It seems that at 40 o C ambient temperature and 8.5 m/s airspeed, the discharge pressures are 18 bar and 15 bar for the conventional and the microchannel cycle respectively. Also, at 60 o C and 8.5, the pressures are 24 bar and 23 bar respectively. So that, the microchannel cycle has about 9 % lower discharge pressure than the conventional. It is obvious that the microchannel cycle works with lower discharge pressure because it has higher heat rejection and saturation temperature as mentioned before. So that, it will have better performance than the conventional cycle as it will be explained in detail. However, it must be noted that the microchannel condenser has a higher pressure drop than the conventional. This pressure drop is well presented on by the inclined line of the microchannel cycle. This drop in pressure is happing due to the high flow resistance which caused by the small passages of the microchannel condenser. Besides, the pressure drop was found to be increasing with ambient temperature and decreasing with condenser airspeed. That at 40, 50 and 60 o C ambient temperature, the pressure drop was 1, 1.5 and 2 bar as average respectively. While with 4, 6.25 and 8.5 m/s airspeed, it was 1.75, 1.3 and 1 bar as average respectively. Nonetheless, the effect of pressure drop is not considered in this study.
CONCLUSIONS
In this study, the conventional finned tube condenser of the automotive air conditioning cycle replaced with a microchannel condenser to test whether the microchannel condenser can improve the cycle performance, especially at the high ambient temperature. The study is carried out experimentally for both cycles (the typical cycle and the microchannel cycle). However, the heat transfer areas of the two condensers are not the same as already shown in Table 4 . This case is due to a manufacturing limitation regarding the microchannel condenser. Now, the upcoming conclusions which were reached.
1. The microchannel condenser has 224 % and 77 % higher refrigerant side and air side heat transfer coefficients respectively than the conventional round tube condenser. 
(4) 
